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RFID User Library Installation Guide 

V3.01 

1 Import The User Library 

This section explains how to import any User Library into GX Works2.  

1) Click on the “User Library” tab on the GX Works 2 Navigation Pane. 

2) Click the arrow part of this icon, to bring a drop-down menu. Select the “Install” option: 

    

  

 

3) From the “Import Library to Project” window, click the Browse button, find the .sul library file, and 

click Open: 
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4) Click the “OK” button. Click “OK” again when prompted that the library has been installed. 

 

The library elements will now show up as a directory tree in the Navigation Pane. Right click on the top folder 

and select “Open” to view/edit the library elements: 
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2 Place Programs in scan program 

Open the task setting for MELPT_APP 

Place MELPT_APP_GOT_RFID and the RFID program into the scan 

If using RFID_Balluff_1K: 

Place  MELPT_APP_GOT_RFID_1K and RFID_Balluff_1K into the scan 

If using RFID_Balluff_2K or RFID_Omron: 

Place  MELPT_APP_GOT_RFID_2K and RFID_Balluff_2K into the scan 
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3 Delete the unused label set 

 

 

 


